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On March 29, 2007 a Job Risk Analysis (JRA-6-07) and a Safety Walk through of a routine working hot 
electrical job was performed. The actual task was shutting off a royal switch in building 911 located on an 
elevated catwalk. The work involved switching and LOTO of a 480 VAC disconnect, and verification that 
the switch had been de-energized. 
 
Safety Walk Attendees: 
 J. Bruce (Plant Engineering 
 P.Cirnigliaro (C-A ESHQ) 
 P. Folk (Plant Engineering) 
 N. Wade C-A FES Group) 
 
Positive Observations: 

• Use of PPE, including safety glasses, safety shoes, and appropriate NFPA 70E procedures and 
clothing, when applying/removing LOTO from disconnect. 

• Use of a manlift with proper PPE to provide access and tools to the worker on the catwalk. 
• Proper control of the Kirk Keys in that they were returned to the Building Manager after the job was 

complete. 
 
 

Negative Observations: 
• Condition of royal switch was poor. The door required excessive force to open. This particular type 

of disconnect does not have local fusing. Upgrades to the royal switches are to be considered where 
possible. 
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